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TECHNICAL SPECIFICATIONS

Original Revised
Coverage of Technical Works: Coverage of Technical Works:
[tern B. No. 6&7 lfem B. No. 6&7

6. In the event thai a running | 6. In the event that a running
equipment fails due to | equipment fails due to
damage/defective Minor paris such | damage/defective  Minor  parts
as bearing, capacitor, fuse, filter | such as bearing, capacitor, fuse,
drier, brecaker, contactor, thermistor, | filter drier, breaker, contactor,
copper iubes, rubber insulation, | thermistor, copper tubes, rubber
sensors, the Contractor shali supply | insulation, sensors, the Contractor
& install the replacement parts o | shall  supply &  install  the
reinstate the unit to its normal | replacement parts within thirty (30)
operation. _ days fo reinstate the unit to its
normal operation.

7. In the event that a running|7. In the event that a running
equipment fails due o | egquipment fails due 10
damage/defective  Major  paris | damage/defective  Major  parts
such as electrical  controlier, | such  as  electrical  controller,
motherboard, compressor, fan | motherboard, compressor, fan
motor, drain pump also including re | motor, drain pump also including
processing of the system, the |re processing of the system, the
National Museum shall supply the | National Museum shall supply the
replacement  parts  but  the | replacement parts  but  the
Contractor  shall underfake the | Contractor shall undertake the
necessary installation/repairs  to | necessary installation/repairs
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reinstate the unit fo ifs normal | immediately once the
operaiion. replacement units are available

and delivered at the site tfo
reinstate the unit to ifs normal

operation.
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